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FOR USE WITH NO. 1 ELECTRONIC SWITCHING

SECTION 067-405-201
Iesue 1, March 1978

J93022)

SYSTEM

TESTS AND INSPECTIONS AT TIME OF INSTALLATION

1. GENERAL Addendum 1 which provides tests and inspections
that are required when the SD-99449-01 and

1.01 This section is issued to advise central office SD-95962-01 line concentrator-identifier is installed.
personnel where routine maintenance

information covering the line concentrator-identifier 1.02 Whenever Section 473-505-201 is reissued,
(J93021 and J93022), when used with No. 1 Electronic the reason for its reissue will be listed in
Switching System, can be found. This information this paragraph. This issue does not affect the
is contained in Section 473-505-201, Issue 2 and Equipment Test List.
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