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1. GENERAL 6. CORONA SURVEY

1.001 This addendum supplements Section The following corrections apply to Part 6 of the
330-200-502, Issue 1. section:

1.002 This addendum is issued to correct referenced (a) Step 7—revised.
sections.

STEP PROCEDURE

7 Perform the corona and breakdown tests in accordance with the operating instructions of
the corona test set as described in $Section 106-370-1164 and the determination of corona
inception instructions described in @ection 634-320-505.~
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