
BELL SYSTEM PRACTICES

SW. Bell Tel. Co.

KS-7406 AIR FILTERS

1. GENERAL

1.001 This addendum supplements Section

770-220-301. Place this sheet ahead

of Page 1 of this section.

1.002 Section 770-220-900SW contains

standards for air filtration in

heating, ventilating, and air conditioning

systems installed in Southwestern Bell

buildings.

1.003 Section 770-220-900SW also contains

detailed procedures to be followed

in filter maintenance and filter replacement.

NOTICE
Not for use or disclosure outside the

Bell System except under written agreement.
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