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FIRE SAFETY

INSPECTION AND TESTING FOR GAS LEAKS

1.001 This addendum supplements Section

770-310-400. Place this sheet ahead

of Page 1 of this section.

1.002 This addendum is issued to update the

ordering information for Form SW-3900 -

Certificate of Gas Inspection (Figure 1).

Form SW-3900 replaces Form E-3900. The form

is available through Western Electric Hard-

copy requisition procedure.

1.003 The

the

Form SW-3900 is to be used when

annual gas test is completed.

It shall be signed and dated by the inspector

(contractor, Gas Company or employee).

1.004 The form shall be mounted in a readily

visible and accessible location in or

adjacent to the gas service entrance inside

the building.
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