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SPECIFIC REQUIREMENTS FOR

WIRING AND CABLING

ELECTRONIC TYPE EQUIPMENT

GENERAL EQUIPMENT REQUIREMENTS

1. GENERAL 2. CHANGES TO SECTION

2.001 On Page 2, revise paragraph 1.01 to read as
follows: This section covers specific require-

ments for wiring electronic-t ype switching apparatus
or equipment in electronic switching systems (ESS). c

This section also covers specific requirements for wir-
ing electronic-type switching apparatus or equipment
in systems other than ESS type when specified on ap-
plicable specifications and drawings by the responsible
design engineer.

1.001 This addendum supplements Section 800-
612-150, Issue 2. Place this pink sheet ahead

of Page 1 of this section.

1,002 This addendum is issued to:

(a) Clarify the type of systems to which this sec-
tion applies.

2.oo2 Add paragraph 1.04 to read as follows: Wir-
ing requirements for 927-type connectors are

shown on ED-1 BO86-1O.
(b) Add reference to the wiring of 927-type con-

nectors.
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