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FRAMES, RACKS, FUSE BAYS, AND FUSE PANELS

INSTALLATION

GENERAL EQUIPMENT REQUIREMENTS

1. GENERAL Add to 4.01:

1.001 This addendum supplements Section (b) Taping for power applications shall be in
800-614-161, Issue 5-D. accordance with Section 802-005-180.

1.002 This addendum is issued to add 4.Ol(b).

4. PROTECTION OF BUS BARS, FRAMES, RACKS,

AND FUSE BAYS

(a) 4.Ol(b)–added
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